CONTRACT NO. 98950

ci\pro jacts\d9B28@2\oldi3\old!I3pl2.dgn

= 11/28/2006
= headon

PLOT SCALE = 50.0€00 * / IN.

PLOT DATE
USER NAME

FILE NAME

“Install and orient arm bracket over pole tenon and
firmly hand tighten the two set screws. Use third
fiole In arm brackst as a guide to drill a 8.3 )
diagmeter hole through terion. Install and tighten self-
tapping screw. Tighten set screws an additioral

(/s To ¥%) turn with hex key (not provided). Instal
locknuts on set screws it threcded projection dilows.”

Pole shall meet AASHYO Standard Specifications for
128.72 km (80 mph) wind loading and 40.82 kg (30 Ib.),
37 m2 (4.0 sq. £t E£.°.A. lumindire.
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The contractor shall furnish and nstall a light pole
identification of each new light pole, as shown above,
incidental Yo the respective light pole pay item. The
numerals shall be 75 {3) series "D, black, screened on
siiver-white type B pressure sensitive refiective sheeting
conforming fto the requirements of section T602.01 of The
Standard Specifications for Traffic Control Items. The
numerals shall conform to the FHWA “Standard Alphabets
for Highway Signs’.

The light pole Identification shall be applied to sign base
material as specified in section 719,11 of the Standard
Specifications, approximatey 180 (7) above +the adjocent
pavement grade visible to approaching fraffic in accor-
dance with Highway Stendard 2319.
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SECTION A-A
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e each luminaire

Surge protectors
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use 2 pole fused

Pole disconnect unless
o ground singie pole Type is
Ventilating lug specified.
screen,
Cast stairless
aluminum . steel
couplings

A

| ANCHOR
. BREAKAWAY COUPLING

B METAL o= [ ] CONCRETE

Details for underground
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All dimensions are In millimeters (inches)
unless otherwise shown.
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Luminaire

Wood pole, class 3 or better
63 (22 Galv. steel conduit
Single offset pole band
Condult bushing

Cable clamps on 600 (24) centers
2/c *12 Type USE cable

25 {1 Gatv. steel conduit 3.0 m (109
in length
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duct

16 (34) ¢ hot dipped galvanized bolt with
flat washer & ilocknut G req’d)

Conduit clamps on 900 (36) centers

Threaded reducer
“C"” Condulet, threaded

40 (1% Galv. steel condult for t unit

duct or 75 (3) galv. steel conduit for 2
or 3 unit ducts.
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